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Outside GRIMM Serial# B
sk RN e i Filtration Efficiency Testing Results
Test Started: 14:58 Error Bars Represent 95% Confidence Interval
Test Ended: 15:01
Particle Size Mean 95% Confidence Interval g 100
Range | Efficiency (%) | Minimum (%) | Maximum (%) g gg e
0.3-0.4um 99.998 99.997 99.998 2 70
0.4-0.5um |  100.000 #NUM! #NUMI o
0.5-0.65um 99.999 99.997 100.000 5 40
0.65-0.8um 100.000 #NUM! #NUM! :’:‘ gg =
0.8-1.0um 99.976 99.958 99.995 g 104
1.0-1.6um 100.000 #NUM! #NUM! ey Ao e o o o o o
1.6-2.0ym 100.000 #NUM! #NUM! SES L as o g% P
2.0-3.0um 100.000 #NUM! #NUM! Particle Size Range
2.0-4.0um 100.000 #NUM! #NUM!

Outside GRIMM Serial# B
Hislde BRIMMLE0L A Filtration Efficiency Testing Results
Test Started: 14:58 Error Bars Represent 95% Confidence Interval
Test Ended: 15:01
Particle Size Mean 95% Confidence Interval s
Range Efficiency (%) | Minimum (%) | Maximum (%) E

>0.30 ym 99.998 99.998 99.999 8

>0.40 ym 99.999 99.999 100.000 ‘E,

>0.50 ym 99.998 99.997 99.999 5

>0.65 um 99.996 99.992 99.999 "’”>,.

>0.80 um 99.984 99.972 99.997 §

>1.0 ym 100.000 #NUM! #NUM! L

>1.6 ym 100.000 #NUM! #NUM!

>2.0 um 100.000 #NUM! #NUM! Particle Size Range

>3.0 um 100.000 #NUM! #NUM!
Comments: #2 - Cab Pressure .125, Pd 1.44, Voltage 11.53, CFM 50.1, carbon 3.73




